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FIRE DAMPER

FIRE DAMPER

FIRE DAMPER

120VAC DOOR HOLDER

120VAC DOOR HOLDER

120VAC DOOR HOLDER

120VAC DOOR HOLDER

120VAC 120VAC
MAX. 10 AMPS TO FAN SHUTDOWNMAX. 10 AMPS

ARB­C
AUX RELAY BOARD

N/C N/O C + ­ ­+CN/ON/C

AUX RELAY BOARD
ARB­C ARB­C

AUX RELAY BOARD

N/C N/O C + ­
2 #14'S LOOPED
RELAY CKT. (CM)
FAN/DAMPER/DOOR HOLDER

­ + ­ ­++ ­
­+ + ­­+­

MAX 24 HORNS PER CIRCUIT

+ ­­++ ­­+ +
++ ­ ­+ + ­ ­+

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT

DETECTOR
SMOKE

RELAY

CO NO NC

1­

2+

2+

1­

6 4 5

AOM

ASD­I/ADB­F

WIRING SHALL BE 2 #14 TWISTED PAIR
ANALOG LOOP #1­2

CONTROL RELAY
TYPICAL OF
ELEVATOR CAPTURE
FIRE DOORS
ATC PANELS

TYPICAL OF ALL ANALOG LOOPS

ASD­I/ADB­F

SMOKE
DETECTOR

­ BLACK MODULE
MONITORING+ RED

AMM­2

YEL  VIOL

1­

2+ HEAT
DETECTOR
ATD/ADB­F

4.7K
EOL

NORMALLY OPEN
CONTACT DEVICE
TYPICAL OF
PULL STATIONS

MONITOR MODULE

AMM­4

DUCT DETECTOR

DH500

8+

8+

7­

­ 7

4+

3­

1­

2+

­ + ­ ­++ ­
­+ + ­­+­

MAX 24 HORNS PER CIRCUIT

+ ­­++ ­­+ +
++ ­ ­+ + ­ ­+

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT

CABINET SIZE
38" HIGH
21" WIDE
4" DEEP

+ ­ +
CABINET SIZE

22" WIDE
8"DEEP

10" HIGH

­

BATTERY CABINET

EXISTING FIRE ALARM
CONTROL PANEL

SIMPLEX 4100
ADDRESSABLE

EXISTING FIRE ALARM
'PULL BOX'

­ + ­ ­++ ­
­+ + ­­+­

MAX 24 HORNS PER CIRCUIT

+ ­­++ ­­+ +
++ ­ ­+ + ­ ­+

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT

SIMPLEX ID­NET
MODULE

'NAC'

24 HORNS PER CIRCUIT
8 STROBES PER CIRCUIT

TRANSPONDER
TYPICAL STROBE/HORN

GRILL.

5) DO NOT INSTALL ANY SMOKE DETECTOR
CLOSER THAN 3 FEET TO AN AIR SUPPLY

PANEL
4) MAXIMUM OF 12 CKTS PER TRANSPONDER
3) PANELS SHALL BE SURFACE MOUNT.

TRANSPONDER EXCEPT THROUGH BACK
2) ENTER CONDUIT ANYWHERE ON

TO MOUNT TRANSPONDER PANELS
1) ONLY USE OUTSIDE MOUNTING HOLES
NOTES:

+ ­ +
CABINET SIZE

22" WIDE
8"DEEP

10" HIGH

­

BATTERY CABINET

'NAC 4'

24 HORNS PER CIRCUIT
8 STROBES PER CIRCUIT

TRANSPONDER
TYPICAL STROBE/HORN

GRILL.

5) DO NOT INSTALL ANY SMOKE DETECTOR
CLOSER THAN 3 FEET TO AN AIR SUPPLY

PANEL
4) MAXIMUM OF 12 CKTS PER TRANSPONDER
3) PANELS SHALL BE SURFACE MOUNT.

TRANSPONDER EXCEPT THROUGH BACK
2) ENTER CONDUIT ANYWHERE ON

TO MOUNT TRANSPONDER PANELS
1) ONLY USE OUTSIDE MOUNTING HOLES
NOTES:

­ + ­ ­++ ­
­+ + ­­+­

MAX 24 HORNS PER CIRCUIT

+ ­­++ ­­+ +
++ ­ ­+ + ­ ­+

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT

CABINET SIZE
38" HIGH
21" WIDE
4" DEEP

+ ­ +
CABINET SIZE

22" WIDE
8"DEEP

10" HIGH

­

BATTERY CABINET

'NAC 3'

24 HORNS PER CIRCUIT
8 STROBES PER CIRCUIT

TRANSPONDER
TYPICAL STROBE/HORN

GRILL.

5) DO NOT INSTALL ANY SMOKE DETECTOR
CLOSER THAN 3 FEET TO AN AIR SUPPLY

PANEL
4) MAXIMUM OF 12 CKTS PER TRANSPONDER
3) PANELS SHALL BE SURFACE MOUNT.

TRANSPONDER EXCEPT THROUGH BACK
2) ENTER CONDUIT ANYWHERE ON

TO MOUNT TRANSPONDER PANELS
1) ONLY USE OUTSIDE MOUNTING HOLES
NOTES:

­ + ­ ­++ ­
­+ + ­­+­

MAX 24 HORNS PER CIRCUIT

+ ­­++ ­­+ +
++ ­ ­+ + ­ ­+

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT

CABINET SIZE
38" HIGH
21" WIDE
4" DEEP

+ ­ +
CABINET SIZE

22" WIDE
8"DEEP

10" HIGH

­

BATTERY CABINET

'NAC 6'

24 HORNS PER CIRCUIT
8 STROBES PER CIRCUIT

TRANSPONDER
TYPICAL STROBE/HORN

GRILL.

5) DO NOT INSTALL ANY SMOKE DETECTOR
CLOSER THAN 3 FEET TO AN AIR SUPPLY

PANEL
4) MAXIMUM OF 12 CKTS PER TRANSPONDER
3) PANELS SHALL BE SURFACE MOUNT.

TRANSPONDER EXCEPT THROUGH BACK
2) ENTER CONDUIT ANYWHERE ON

TO MOUNT TRANSPONDER PANELS
1) ONLY USE OUTSIDE MOUNTING HOLES
NOTES:

­ + ­ ­++ ­
­+ + ­­+­

MAX 24 HORNS PER CIRCUIT

+ ­­++ ­­+ +
++ ­ ­+ + ­ ­+

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT

CABINET SIZE
38" HIGH
21" WIDE
4" DEEP

+ ­ +
CABINET SIZE

22" WIDE
8"DEEP

10" HIGH

­

BATTERY CABINET

'NAC 5'

24 HORNS PER CIRCUIT
8 STROBES PER CIRCUIT

TRANSPONDER
TYPICAL STROBE/HORN

GRILL.

5) DO NOT INSTALL ANY SMOKE DETECTOR
CLOSER THAN 3 FEET TO AN AIR SUPPLY

PANEL
4) MAXIMUM OF 12 CKTS PER TRANSPONDER
3) PANELS SHALL BE SURFACE MOUNT.

TRANSPONDER EXCEPT THROUGH BACK
2) ENTER CONDUIT ANYWHERE ON

TO MOUNT TRANSPONDER PANELS
1) ONLY USE OUTSIDE MOUNTING HOLES
NOTES:

HORN/STROBE (TYPICAL)

HORN/STROBE (TYPICAL)HORN/STROBE (TYPICAL)

HORN/STROBE (TYPICAL) HORN/STROBE (TYPICAL)

TYPICAL FOR 2 PANELS
NAC 1 AND NAC 2

http://www.bnaconsulting.com
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